
CALIFORNIA DEPARTMENT OF FORESTRY & FIRE PROTECTION
OFFICE OF THE STATE FIRE MARSHAL

FIRE ENGINEERING & INVESTIGATIONS DIVISION
BUILDING MATERIALS LISTING PROGRAM

LISTING SERVICE

LISTING No.: 7210-1550:0500

CATEGORY: 7210 - FLAME DETECTOR

LISTEE: Rosemount, Inc. 6021 Innovation Blvd., Shakopee, MN, 55379
Contact: Amichai, Racheli +97286875443  
Email: racheli.amichai@emerson.com

DESIGN:
Models Spectrex SharpEye 40/40C-I and 40/40D-I (Triple IR), 40/40C-M and 40/40D-M 
(Multi IR), 40/40C-LB and 40/40D-LB (UV/IR with BIT), and 40/40C-L4B and 40/40D-L4B 
(UV/IR 4.5µm with BIT) Flame Detectors. The SharpEye 40/40C and 40/40D series 
flame detectors are based on either IR3 or UV/IR technology, incorporate false alarm 
immunity, and includes a heated optical window for improved performance in icing, snow, 
and condensation conditions. The C models have a narrower environmental and 
response characteristics, and fewer options for sensitivity ratings.

Refer to listee's data sheet for additional detailed product description and operational 
considerations.

RATING:
24 VDC nominal (18-32 VDC)

INSTALLATION:
In accordance with listee's printed installation instructions, applicable codes and 
ordinances, and in a manner acceptable to the authority having jurisdiction.

MARKING:
Listee's name, model number, rating, and FM label.

APPROVAL:
Listed as flame detectors for use with separately listed compatible fire alarm control 
units. Suitable for use as Explosionproof for Class I, Division 1, Groups B, C, and D, T4A 
Ta=-40°C to +75°C or T4 Ta=-50°C to +85°C; Dust-ignitionproof for Class II/III, Division 
1, Groups E, F, and G, T4A Ta=-40°C to +75°C or T4 Ta=-50°C to +85°C; and Non-
Incendive for Class I, Division 2, Groups A, B, C, and D T4 Ta=-40°C to +75°C or Ta=-
50°C to +85°C; hazardous (classified) locations, indoors and outdoors (Type 4X, IP66/68 
- 2m for 45 minutes). Authority having jurisdiction should be consulted prior to 
installation. Refer to listee's Installation Instruction Manual for details.

NOTES:
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This listing is based upon technical data submitted by the applicant. OSFM Fire Engineering staff has reviewed the test 
results and/or other data but does not make an independent verification of any claims. This listing is not an 
endorsement or recommendation of the item listed. This listing should not be used to verify correct operational 
requirements or installation criteria. Refer to listee's data sheet, installation instructions and/or other suitable 
information sources.

Date Issued: 02/25/2026 Listing Expires: 06/30/2027

Authorized By: Michael Huang, Program Coordinator
                       Fire Engineering & Investigations Division
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