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LISTING SERVICE

LISTING No.: 7300-0854:0502
CATEGORY: 7300 - FIRE ALARM CONTROL UNIT ACCESSORIES/MISC. DEVICES
LISTEE: Protectowire 60 Washington Street, Pembroke, MA, 02359

Contact: Goggin, Jim 7818263878
Email: jgoggin@protectowire.com

DESIGN:
Model PIM-120 Interface modules are intended for use with listee's separately listed
linear heat detectors. Models provide an interface between an approved main fire control
detection circuit or addressable node and compatible with line type heat detectors or any
normally open contact device. The PIM-120 module provides one supervised detection
circuit that may be wired Class B (Style B) Service. Suffix “E” indicates pre-mounted in
factory provided enclosure.

Models PIM-120-1 and PIM-120-El models are considered intrinsically Safe for Class I, II
and lll, Division 1, Groups A, B, C, D, E, F and G; Class |, Zone 0, [AEx ia Ga] IIC
hazardous locations, and ambient temperature between -20°C to 60°C.

Refer to listee's data sheet for detailed product description and operational
considerations.

RATING:
24 VDC

INSTALLATION:
In accordance with listee's printed installation instructions, applicable codes and
ordinances and in a manner acceptable to the authority having jurisdiction.

MARKING:
Listee's name, model number, electrical rating, and FM label.

APPROVAL:
Listed as interface modules for use with listee's separately listed fire alarm equipment.
Models are intended to be used with "PLR" or "PHSC" Series linear heat detectors
(CSFM Listing No. 7270-0854:0101). Models comply with the applicable requirements in
FM Standard 3210. Refer to manufacturer’s Installation Manual for details.

NOTES:
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This listing is based upon technical data submitted by the applicant. OSFM Fire Engineering staff has reviewed the test
results and/or other data but does not make an independent verification of any claims. This listing is not an
endorsement or recommendation of the item listed. This listing should not be used to verify correct operational
requirements or installation criteria. Refer to listee's data sheet, installation instructions and/or other suitable
information sources.

Date Issued: 07/01/2026 Listing Expires: 06/30/2027

Authorized By: Michael Huang, Program Coordinator
Fire Engineering & Investigations Division
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